—p A |
1X4" FACING BOARD _4’X6" CEDAR ,—4" MESH, GALVANIZED STEEL ~ CUT POST
ATTACH W/ NAILS \ FENCE POSTS / “HOGWIRE’ OR METAL GRATING 30° £ ANGLE
, ' ‘ : , —»T—s—l—- | P
l | | » 4" MESH,
1T , " GALV. STEEL )
" “HOGWIRE” OR
METAL GRATIN
- FACING BOARD
THREADED |
W/ NUT—
FINISHED GRADE—— [ - | T ] . 2"X6" BOAR Ul | —FINISHED GRADE
| \\\ SOV NSNEANSA /\\/\\/\; N\ © | | TARL N 7\ o4
| - - Y g
2"X6" BOARD | B i
6 0.C. | R | |
| Asg
COMPOST FENCE SECTION A—A s
SCALE: Vo = 10" SCALE: V' = 1—0°
SCHEDULE 40 PVC _ GALV STL PIPE, UNLESS OTHERWISE NOTED __COPPER
PROVIDE INSULATION AGAINST ELECTROLYSIS AS REQD ,
ARSON MODEL 910-12B,  ~OLYMPIC FOUNDRY BRASS NIPPLES & FITTINGS, BS : | | | -
- ’ N LOCKING VBOX OR  / METER BOX (SM30) = / | | | — |
FINISHED GRADE———————\ | / APPROVED EQUAL ~  / OR APPROVED EQUAL //-INSULAHNG UNION, TYP
RSN T kR S RS |
2 74 : 7 NN ’ ;
oo &L K R N CARSON MODEL 910—12B, LOCKING | o
3 R | N VBOX OR APPROVED EQUAL. ~ PLASTIC VBOX | QUICK COUPLING VALVE
S | | . 1 ABOVE | | |
2 ' FINISHED GRADE
= = | | EISHED: SS STRAP, TYP
1/ D , '
- 1%,’ COPPER ADAPTER | RADE
o~ 114" COPPER PIPE WITH PLUG TR . NN
| - R PINZNINA NN
_ TO_QUICK g - m ~ TO METER SUPPLIED . . ,
COUPLING VALVE b\) " | . BY SPU | ‘g‘ PVC_NIPPLES, . | ! ! {ﬁ@ e REQUIRED NS
| | e g g L < 6’ ) & LENGTH A : y e
SCHEDULE 40 Jﬁ@%} R pisssiese e | REQUIRED - | | : WASHINGTON
PVC MAIN LINE— | - = | R eolio s R , | . LANDSCAPE ARGHITECT
ADAPTER, 1'4* GALV STL DOUBLE CHECK VALVE / MNRL AGG TYPE 17, TYP' BRASS NIPPLES, BS % ﬁ?@{_a;@%“%pg - , | 1%2"X2" REDUCING TEE, PVC | | = ,/.I g ) A
W/ STOP WASTE FEATURE ASSEMBLY BACKFLOW - y o i ') v e e R 1 | | | ceRTPICATE No. 473
* PREVENTION DEVICE 15" ELBOW (TYP BRASS BALL VALVE & OPERATING KEY 44 REBAR— . o AN e ATE N
e sop | PREVENT - ELBOW (1Y ASSIBAL WAL ‘ ERE7E -u d f IRRIGATION EQUIPMENT INDEX
~INVERTED KEY TYPE | - | . “ | | - ﬂ 1%’ ELBOWS. DO NOT D | » ' , .
W/ STOP WASTE FEATUR | | | | ~ | | - USE STREET ELLS. | ~ - CATALOG NO.  |SyMBoL (ARFEACTSRER OR EQUIVALENT:
| o o | | #107005—17 B&K; 1° BRASS BALL VALVE -
POINT OF CONNECTION /2 ~ QUICK COUPLING VALVE (3N [ E0V-1" | B Jresco, 1 DOUBLE CHEGK VALVE ASSEMBLY
| NTS. S - | | | BV — Lo ‘ 500— 134" O |IWILKING; 1)4” PRESSURE REDUCING VALVE
| | o \J 6,17 | | BRSNS \\] 6,17 1%’ STOP AND WASTE VALVE
N | o | - | . NOTE: - 44NP (17) ® IRAIN BIRD; 1’ QUICK COUPLING VALVE
e % | ‘ oS RESSURE N CONTRACTOR SHALL PROVIDE COLORED TACK IN PAVEMENT CLOSEST TO AND [ ' R DR IR COUPLING KEY
1. THE SYSTEM SHALL HAVE A %‘ WATER METER INSTALLED BY THE CITY, WITH 55 POUNDS STATIC WATER PRESSURE. | CONTRACTOR ‘ -1 : "
2. THE CONTRACTOR SHALL TEST AND MAKE AVAILABLE TEST REPORTS AS REQUIRED. | _ OPPOSITE ALL QUICK COUPLING VALVES TO ASSIST WITH FUTURE LOCATING. L. SHZT JRAN_BIRD; SWIVEL HOSE ELL (1"x%')
3. AFTER INSTALLATION COMPLETE CONTACT SPU AT 233—2635 FOR INSPECTION of BACKFLOW FACILITY. | | ~ | | | - o - D =%r sfeste 0417
4. CONTRACTOR SHALL SUPPLY FOUR (4) MINIMUM OF ALL IRRIGATION EQUIPMENT BOX AND VALVE KEYS, AND BRASS HOSE ELLS. | INFEASTEUCVES teT ferREsoNTSD
I - | | BE LocAkTED Pee Fielp CigecTion]
o B +?+e ENGINeer.. ~
APPROVED FOR ADVERTISING  |naME OR INITIALS AND DATE |  IMITIALS AND DATE | | sy P dlprc  C300329
 PERNETH O NARATSU VE ORI oo City of Seattle BROADVIEW GREEN GRID —{lw
DEPARTMENT OF EXECUTIVE ADMINISTRATION | 5)o9ps |55 Chuck Clarke, Director , 3 -
| | CHECKED | oot | uck Clarke, o A ciy o , ; , |>]co  C300529
SEATTLE, WASHINGTON 20 —T [Receveo OROMANCE MO, \PROVED 4TH AVE NW TO HINNEY AVE N VAULT_PLAN NO.
|oreoe ) T [revseo s ot D, | | 777-580
o DIRECTOR, CONTRACTING SERVICES AT AND, OER. DOCIMENTS JoRLED Fort 3 wﬁzfﬁwm ) ‘f | SCALE NOTED INSPECTOR'S BOOK | | SHEET 59 OF 59






